Justification:
Purpose of submission is to add new alarm support for the Inverter DGN section. 

Similarly for an Inverter, there should be an under-temperature shutdown/protection in the case it may not be able to operate within low temperature conditions. There is currently an over-temperature shutdown already in the protocol. 
Blue – Opposite condition
Red – New condition 

6.19.26 Alarms
Table 6.19.26 — Alarms
	Alarm Instance
	Description

	1
	Low Battery Cutoff

	2
	High Battery Cutoff

	3
	AC back-feed

	4
	AC Output Overload

	5
	High Battery Temperature

	6
	Charging a dead battery

	7
	Over temperature Shutdown

	8
	Transition to Inverting

	9
	Transition to Pass-Through

	10
	Transition to Generator Support 

	11
	Transition to Waiting to Inver / Load Sense

	12
	Transition to Disable

	13
	Under temperature Shutdown



